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General Notes: 1. Work and materials shall conform to the provisions of the current "Oregon Standard Specifications for Work and materials shall conform to the provisions of the current "Oregon Standard Specifications for Construction" , ODOT/ American Public Works Association (APWA), unless otherwise covered by the specifications written for this project or the "Water Standards and Specifications", the "Sewer Standards and Specifications" or the "Standard Drawings" of the City of Grants Pass.  2. In the event of conflict in regulations and specifications governing this project, the order of precedence is as In the event of conflict in regulations and specifications governing this project, the order of precedence is as follows:   A. Contract Special Provisions;  Contract Special Provisions;  B. Construction Plans;  Construction Plans;  C. City of Grants Pass Standards and Specifications;  City of Grants Pass Standards and Specifications;  D. General Notes;  General Notes;  E. ODOT/APWA Specifications for Construction.  ODOT/APWA Specifications for Construction.  3. All construction shall be subject to inspection and compliance with the above applicable regulations and All construction shall be subject to inspection and compliance with the above applicable regulations and specifications. 4. All contractors and subcontractors shall possess a valid state contractor's license and a valid City of Grants Pass All contractors and subcontractors shall possess a valid state contractor's license and a valid City of Grants Pass business license prior to commencing work on this project. All contractors and subcontractors must also be currently prequalified with the City of Grants Pass for the class(es) of work required prior to any construction. 5. A mandatory pre-construction conference of all parties shall be held prior to any construction.  A mandatory pre-construction conference of all parties shall be held prior to any construction.  6. The City of Grants Pass Engineering Division (541-450-6060) shall be notified 24 hours in advance of any stage The City of Grants Pass Engineering Division (541-450-6060) shall be notified 24 hours in advance of any stage of construction.  The City shall inspect the contractor's activities to insure compliance with the approved plans.  7. The engineer does not guarantee the completeness or accuracy of the existing underground utilities shown on The engineer does not guarantee the completeness or accuracy of the existing underground utilities shown on these plans.  The contractor is solely responsible for field verifying any potential utility conflicts between existing underground utilities and the work shown on these plans.  This includes both potential utility conflicts shown on these plans and potential utility conflicts not shown on these plans but either located, found or marked in the field.  Where potential conflicts are found, the contractor shall take whatever measures are needed (including preliminary potholing of the utilities at the potential conflict location) prior to work in the area to allow time for the responsible agency to correct the conflict (unless otherwise specified on the plans).  No additional payment shall be made by the City for any expense the contractor may incur as a result of his failure to adequately explore, in the opinion of the engineer, potential utility conflicts. 8. There shall be no deviation from the approved plans unless requested in writing by contractor and approved in There shall be no deviation from the approved plans unless requested in writing by contractor and approved in writing by the City.  9. All underground utilities and service laterals are to be installed prior to construction of curb and gutters.   All underground utilities and service laterals are to be installed prior to construction of curb and gutters.   10. Crushed rock base material shall be obtained from a source approved by the City of Grants Pass Engineering Crushed rock base material shall be obtained from a source approved by the City of Grants Pass Engineering Division.   11. Crushed rock base material shall comply with APWA/ODOT Sec. 00641 and Sec. 02630 and shall be placed in Crushed rock base material shall comply with APWA/ODOT Sec. 00641 and Sec. 02630 and shall be placed in maximum lifts of six (6) inches and shall be compacted to 100% of maximum relative density at optimum moisture in accordance with AASHTO T-99 method a with course particle correction according to ODOT TM-223 procedure for the determination of 100% relative maximum density of granular materials. 12. Class "B" trench backfill material shall comply with APWA/ODOT Sec. 00405.14 and shall be 3/4" crushed rock Class "B" trench backfill material shall comply with APWA/ODOT Sec. 00405.14 and shall be 3/4" crushed rock under pavement or in right-of-way.  Backfill material shall be placed in maximum lifts of 6" and shall be compacted by mechanical means to 95% of maximum relative density at optimum moisture in accordance with AASHTO T-99 method D procedure for the determination of 95% relative maximum density of granular materials. 13. Unless otherwise noted, the sampling and testing of materials for use on the jobsite shall be at the expense of Unless otherwise noted, the sampling and testing of materials for use on the jobsite shall be at the expense of the contractor. All testing of materials and workmanship shall be performed by a certified tester. Results of the tests shall be sent directly to the City as well as the contractor, by the laboratory. Location and frequency of tests shall be designated by the City and coordinated by the contractor.  14. Class "A" trench backfill material shall be approved native material per ODOT/APWA Specs. Sec. 00405.14 for all Class "A" trench backfill material shall be approved native material per ODOT/APWA Specs. Sec. 00405.14 for all areas outside of traffic areas and the right-of-way.  Backfill material shall be placed in maximum lifts of six (6) inches and shall be compacted by mechanical means to 90% of maximum relative density and optimum moisture in accordance with AASHTO T-99 method d procedure for the determination of 95% relative maximum density of granular materials.  15. Asphaltic concrete pavement shall be Level 4, 1/2" dense graded mix. Materials and workmanship shall be as Asphaltic concrete pavement shall be Level 4, 1/2" dense graded mix. Materials and workmanship shall be as specified in section 00744 of the ODOT/APWA Specs.  Installation shall be in accordance with City of Grants Pass Standard Specifications, and to the cross-section, grade and locations shown on the approved plans.  16. Construction staking shall be requested by the contractor and provided by the City, for each phase of Construction staking shall be requested by the contractor and provided by the City, for each phase of construction. Stakes shall be in place prior to commencing construction and shall be continuously maintained by the contractor until each phase of construction has been completed and inspected.  17. A copy of the approved plans, specifications and standard drawings shall be on the job site at all times while A copy of the approved plans, specifications and standard drawings shall be on the job site at all times while work is in progress.  18. Monolithic curb and gutter shall be constructed in accordance with City of Grants Pass Standard Specifications, Monolithic curb and gutter shall be constructed in accordance with City of Grants Pass Standard Specifications, and to the cross-section, grade and locations shown on the approved plans.  19. Street name signs, stop bars and stop signs shall be installed by the City of Grants Pass.  Street name signs, stop bars and stop signs shall be installed by the City of Grants Pass.  20. All material remaining after backfilling operations have been completed shall be disposed of by the contractor in All material remaining after backfilling operations have been completed shall be disposed of by the contractor in a manner approved of by the City.  21. Prior to final acceptance, the City shall certify that all improvements have been constructed in accordance with Prior to final acceptance, the City shall certify that all improvements have been constructed in accordance with the approved plans and specifications. 22. If the contractor wishes to use water from the City of Grants Pass water distribution system, contractor shall If the contractor wishes to use water from the City of Grants Pass water distribution system, contractor shall make use of the bulk water station operated by the City of Grants Pass, as an option, the contractor may apply for a hydrant meter permit through the Public Works department.  23. Contractor shall not use the public right-of-way for long term staging or material storage without prior approval.  Contractor shall not use the public right-of-way for long term staging or material storage without prior approval.  During the work day, the contractor may use the work area for storage of project materials and equipment that will be used that day; however, at the end of the day, the work site shall be cleaned up to the satisfaction of the engineer. Disposal of materials is not permitted within the public right-of-way. 24. The contractor shall make arrangements for disposal sites outside the right-of-way, shall pay any and all costs The contractor shall make arrangements for disposal sites outside the right-of-way, shall pay any and all costs involved, and shall furnish the City with all required permits and disposal site agreements. 25. The contractor shall designate an emergency contact person that will handle after-hour issues related to the The contractor shall designate an emergency contact person that will handle after-hour issues related to the project, and shall provide emergency contact telephone numbers to the City of Grants Pass. 26. All materials shall be furnished and installed by the contractor unless otherwise shown on the plans or listed in All materials shall be furnished and installed by the contractor unless otherwise shown on the plans or listed in the contract specifications. 27. All grades shown on the plans shall be subject to adjustment in the field by the engineer (in coordination with All grades shown on the plans shall be subject to adjustment in the field by the engineer (in coordination with the project surveyor).
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Water Notes: 1. All work on this Water System shall conform to Standards of the Oregon Health Division, Standards of the City of Grants Pass, 2015 All work on this Water System shall conform to Standards of the Oregon Health Division, Standards of the City of Grants Pass, 2015 Oregon Standard Specifications For Construction, and the current edition of the AWWA Specifications.  All work shall be subject to inspection for compliance with these standards by the City of Grants Pass. 2. Water mains shall be ductile iron pipe conforming to ANSI/AWWA C151/A21.51 thickness, Class 52 for 4" up to 10", Class 50 for 12" Water mains shall be ductile iron pipe conforming to ANSI/AWWA C151/A21.51 thickness, Class 52 for 4" up to 10", Class 50 for 12" and larger, under normal laying conditions.  Severe conditions may require a heavier class.  Ductile iron pipe shall be standard thickness cement lined forming to ANSI/AWWA C104/A21.4. Fittings shall be cast iron, Class 250 minimum, conforming to ANSI/AWWA C110/A21.10.  Joints shall conform to AWWA C111/A21.11-00 for push-on rubber gasket joints and shall be "Tyton" as manufactured by the United States Pipe and Foundry Company and others approved or equal.  Unless otherwise noted in the Detail Specifications, the pressure rating shall be 350psi minimum .  Joint gaskets,including gasket lubricant, shall be furnished with the fittings. 3. The City of Grants Pass Engineering Division is to be notified 24 hours prior to commencing water line construction and again if The City of Grants Pass Engineering Division is to be notified 24 hours prior to commencing water line construction and again if discontinued for any reason. Telephone: 541-474-6355. 4. All live taps to be made by the City at the Contractor/Developer expense. All live taps to be made by the City at the Contractor/Developer expense. 5. All new lines shall be pigged prior to pressure testing and chlorination. Pigs shall be poly-pigs made of high quality open cell All new lines shall be pigged prior to pressure testing and chlorination. Pigs shall be poly-pigs made of high quality open cell polyurethane foam with a polyurethane elastomer coating. Pigs shall be capable of heavy-wiping. 6. Newly constructed water lines shall be hydrostatically tested by the Contractor at no expense to the City, at a pressure equal to 150 Newly constructed water lines shall be hydrostatically tested by the Contractor at no expense to the City, at a pressure equal to 150 psi for 2 hours.  Individual sections of new lines between in-line valves shall be tested for 1 hour.  Tests shall be in accordance with AWWA C-600.  Contractor shall be responsible for repairing all leaks to comply with pressure test, including all visible leaks. 7. Newly constructed water lines shall be chlorinated and bacteriologically tested in accordance with the provisions of OAR Newly constructed water lines shall be chlorinated and bacteriologically tested in accordance with the provisions of OAR 333-61-050(11), Oregon Health Division, prior to placing those lines in service, but after pressure testing.  Flush lines completely after disinfection.  The disinfected water is to be treated and/or remediated to dissipate the chlorine content.  No treated water is to enter Riparian Zones. 8. Sample points will be installed by the Contractor at locations directed by the City, or as shown on the Plans.  Fire hydrants will not Sample points will be installed by the Contractor at locations directed by the City, or as shown on the Plans.  Fire hydrants will not be used as sampling points forbacteriological tests.  Flush lines completely after disinfection and prior to any service connections. 9. Any certification of chlorination and pressure tests of water lines will be approved after curb and gutter installation, water service Any certification of chlorination and pressure tests of water lines will be approved after curb and gutter installation, water service completion, and street rock is in place. 10. Thrust blocks shall conform to GPSD #208. Thrust blocks shall conform to GPSD #208. 11. All water services to be STD one (1) inch in accordance with GPSD #203 with an SIDR of 7, unless otherwise noted. All water services to be STD one (1) inch in accordance with GPSD #203 with an SIDR of 7, unless otherwise noted. 12. Water services to be installed at 90 degrees to the main line and shall be entwined with 12 gauge insulated copper wire, blue in Water services to be installed at 90 degrees to the main line and shall be entwined with 12 gauge insulated copper wire, blue in color for the full length of the service with the end left exposed. 13. Trench backfill shall conform to GPSD #107 and 107-A.  Compaction tests by an independent labratory are required. Trench backfill shall conform to GPSD #107 and 107-A.  Compaction tests by an independent labratory are required. 14. Where new water meters are to be installed to replace existing ones, the new meters shall be set one foot (1.0'), as measured Where new water meters are to be installed to replace existing ones, the new meters shall be set one foot (1.0'), as measured edge-to-edge, from the existing meter. 15. All labor, equipment and materials required for pressure testing shall be the responsibility of the contractor.  No extra payment will All labor, equipment and materials required for pressure testing shall be the responsibility of the contractor.  No extra payment will be made for temporary blow-offs or thrust restraint used solely for the purpose of testing. 16. In situations where a water line and a gravity sewer main or sewer lateral cross, the separation between the two shall be as follows: In situations where a water line and a gravity sewer main or sewer lateral cross, the separation between the two shall be as follows: (A) Where the water line crosses over the sewer line but with a clearance of less than 1.5 feet, the sewer line shall be exposed to the sewer line joints on both sides of the crossing to permit examination of the sewer pipe. If the sewer pipe is in good condition and there is no evidence of leakage from the sewer line, the 1.5-foot separation may be reduced.   However, in this situation, the contractor must center one length of the water line at the crossing.  If conditions are not favorable or there is evidence of leakage from the sewer line, the sewer line shall be replaced with a full length of pipe centered at the crossing point, of PVC pressure pipe (ASTM D-2241, SDR 32.5), ductile-iron Class 50 (AWWA C-51), or other acceptable pipe; or the sewer shall be encased in a reinforced concrete jacket for a distance of 10 feet both sides of the crossing.  Couplers shall be City standard Romac SS1.  (B) Where the water line crosses under the sewer line, the contractor shall expose the sewer line for examination as indicated in (A).  IF conditions are favorable and there is no evidence of leakage from the sewer line, the sewer line may be left in place but must be supported with a steel or reinforced concrete beam or other means of preventing settlement when it spans the water line trench, and special precautions must be taken to assure that the backfill material over the water line in the vicinity of the crossing it thoroughly tamped on order to prevent settlement which could result in he leakage of sewage.  In this situation, the contractor must center one length of the water line at the crossing. If conditions are not favorable or evidence of leakage from the sewer line is found, the contractor shall reconstruct the sewer line per provision (A). (C)The Engineer is responsible for the decision matrix in (A) and (B).  The contractor shall notify the Engineer in cases of (A) and (B). 17. Prior to construction the Contractor will be required to perform verification potholing on the existing utilities where mainlines, fire Prior to construction the Contractor will be required to perform verification potholing on the existing utilities where mainlines, fire hydrant leads, mainline stubs, and other appurtenances are expected to cross.  Pothole locations shall be determined by the Engineer.  The Engineer shall be present during the potholing to record data.  The Contactor shall immediately backfill the pothole and provide compaction and temporary trench resurfacing if required.  The Contractor shall coordinate work with the affected utility.
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AutoCAD SHX Text
(E)SIDEWALK

AutoCAD SHX Text
(E)SIDEWALK

AutoCAD SHX Text
D

AutoCAD SHX Text
(E)FOG LINE

AutoCAD SHX Text
(E)FOG LINE

AutoCAD SHX Text
(E)CROSSWALK

AutoCAD SHX Text
(E)CROSSWALK

AutoCAD SHX Text
WV

AutoCAD SHX Text
C

AutoCAD SHX Text
(E)SIDEWALK

AutoCAD SHX Text
D

AutoCAD SHX Text
C

AutoCAD SHX Text
S

AutoCAD SHX Text
WV

AutoCAD SHX Text
GV

AutoCAD SHX Text
GV

AutoCAD SHX Text
C

AutoCAD SHX Text
(E)16"WATER LINE

AutoCAD SHX Text
(E)16"WATER LINE

AutoCAD SHX Text
C

AutoCAD SHX Text
(E)ASPHALT 

AutoCAD SHX Text
(E)ASPHALT 

AutoCAD SHX Text
(E)ASPHALT 

AutoCAD SHX Text
(E)ASPHALT 

AutoCAD SHX Text
(E)ASPHALT 

AutoCAD SHX Text
(E)ASPHALT 

AutoCAD SHX Text
(E)GRAVEL

AutoCAD SHX Text
(E)CROSSWALK

AutoCAD SHX Text
D

AutoCAD SHX Text
("RH" INT TA:689+56.36)

AutoCAD SHX Text
("RH" STA:689+00)

AutoCAD SHX Text
("RH" STA:690+00)

AutoCAD SHX Text
("RH" STA:695+00)

AutoCAD SHX Text
(E)CURB ISLAND

AutoCAD SHX Text
C

AutoCAD SHX Text
C

AutoCAD SHX Text
(E)IRRIG. BOX TOP BOX=DNM 12" INV. S=944.9

AutoCAD SHX Text
APROXIMATE RIGHT OF WAY CENTERLINE

AutoCAD SHX Text
("RH" INT 689+56.36)

AutoCAD SHX Text
("RH" STA:690+00)

AutoCAD SHX Text
("RH" STA:695+00)

AutoCAD SHX Text
ODOT CONSTRUCTION CENTERLINE PER PROJECT NO. STP-OTIA-S025(044)

AutoCAD SHX Text
WATER

AutoCAD SHX Text
ALL UTILITIES THAT CONTRACTOR MAY ENCOUNTER MAY NOT BE SHOWN ON THIS PLAN.  THE CONTRACTOR SHALL TAKE ALL PRECAUTIONARY MEASURES TO PROTECT THE UTILITY LINES SHOWN AND ANY OTHERS NOT OF RECORD OR NOT SHOWN. 
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